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Abstract 
Although transmission systems are able to cover most of the areas in many countries, 
there are still some isolated areas such as rural counties and remote desert lands 
where grid power cannot be accessed. Therefore, a reliable and economical power 
supply scheme is required to solve the problem. One of them combines wind/solar 
power generation with the support of storage system. This paper is to give an over-
view of the optimization methodologies about the wind/solar stand-alone system 
supported by storage systems or integrating with other renewable or conventional 
power generation sources. It is shown that continued research and optimization me-
thodology in this area are still in great need for performance improvement. 
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1. Introduction 
As the global environmental pollution becomes more and more serious, distributed 
power generation system based on renewable energy, such as photovoltaic and wind 
power generation, attracts more public attention. On one hand, due to the unstable and 
intermittent characteristic nature of wind and solar energy, a large capacity of energy 
storage is needed when the hybrid wind/solar power system (HWSPS) works in 
stand-alone model. On the other hand, a strong impact on the utility grid will occur 
when HWSPS works in grid-connected mode.  
For consumers in some rural areas it may be difficult for them to access the conven-
tional transmission system and the reason could be technological or economic issues, 
HWSPS would be a good alternative because of the complementary characteristics of 
wind and solar energy [1]. This paper will make a general review on researches that 
have been done on the HWSPS and also suggestion for future work. 
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2. Structure of the HWSPS 
 is a general block diagram about this HWSPS. Wind turbines and Photovol-
taic (PV) modules function as power suppliers. AC load or DC load are included in this 
system connected with inverters and rectifiers. Controller collection system keeps up 
good performance of whole system operation by collecting data from the other parts. 
Data are collected from the controller part for observation to improve the performance. 
Either battery banks or diesel generators are added into the system in the event of in-
sufficient power generation from the wind and solar. Excess power generated can be 
stored in the battery in most conditions until the battery reaches to its maximum level. 
Then the overproduced power must be transmitted to the dump load to be consumed 
for safety. 
3. Output Power from the Wind Turbine 
Wind energy has been in use for a long time since it is clean and renewable. As a result, 
a way of recording wind speed accurately is highly relevant with the output power of 
wind turbine. It is not uncommon that the hourly records of wind speed are not availa-
ble for a particular site. There are two general solutions to this problem. The first solu-
tion is to generate hourly wind speed synthetically from the monthlyaverage values of 
the wind speed data [1]. Another solution is to generate the wind speed data from a 
nearby site by making necessary adjustments [2]. 
The hour-by-hour simulation programs have been the main tools used to judge the 
long-term performance of wind energy systems. Borowy and Salameh gave a funda-
mental wind turbine model in [3] [4], which was further studied by other researchers 
[5]. The details are shown below. 
Step 1: collect the wind speed data at a particular height. Most of the wind speed data 
are usually recorded near the ground level. These data can then be updated to the par-
ticular hub height according to formulation mentioned in [4]. 
Step 2: choose a proper wind speed distribution. Weibull distribution is proved to fit  
 
 
 Block diagram of a hybrid solar–wind power generation system [5]. 
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well with wind speed distribution. The wind speed distribution functions are calculated 
for each hour of a typical day in every month over a few years. 
Step 3: calculate the instantaneous output power from the wind turbine. The instan-
taneous output power of the wind turbine is a function of the wind velocity, shown in 
2.  
Step 4: calculate the average power output of the wind turbine. Combined with the 
wind turbines specification provided by the manufacturer and the distribution density 
calculated in step 2, the average power output from the wind turbine for every hour of a 
typical day can be easily calculated by the following expression: 
 
. 0
. . w avg wP P f v dv
f ³                           (1) 
f(v)—the probability density function. 
Pw—the instantaneous electrical power output of a specific wind turbine. 
However, sometimes the hour-by-hour wind speed data are not available for some 
particular sites. As a result, alternative simulation programs were developed in [6] [7] 
to determine the long-term performance of renewable energy systems. Themore simple 
the simulation model is, the less accurate it would be. 
4. Output Power from the PV Module  
Modeling of a photo voltaic system is similar tothe wind energy system [3] [4]. Details 
are shown below. 
Step 1: Choosea PV module tilt angle. PV modules in different locations would be 
adjustedto different tilt angles for the purpose of the maximum use of solar irradiance. 
And there are some other PV modules that can track the height of the sun and adjust 
the tilt angle automatically. 
Step 2: Collect hourly solar irradiation data and ambient temperature. Ambient tem-
perature data are necessary because the I-V characteristic of PV module differs with the 
change in either temperatures or irradiations, shown in . When the in solation 
level stays the same, a PV module output power would be different due to different 
temperature levels. A maximum power point tracker (MPPT) is used to help the PV 
array to output the maximum power at any radiation level [8] [9].  
 
 
Power-wind speed characteristic. 
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 I-V Characteristics of a solar module for different insolation levels S1 and S2 with two 
different ambient temperatures T1 and T2 [4]. 
 
Step 3: Choose a proper solar irradiance distribution. Because of some insolation re-
ducing phenomena such as different cloud cover, the solar irradiance is also a random 
variable which can be represented by a particular density function. Like Weibull density 
function is often used to estimate wind speed, Beta density function is usually chosen to 
describe the solar irradiance distribution [4] [5]. 
Step 4: Calculate the average power output from the PV module.Combined with the 
PV array specification provided by the manufacturerand the distribution density calcu-
lated in step 3, the average power output from the PV module for every hour of a typi-
cal day can be easily calculated by following expression [3]: 
   
,
. .pv avgP P S f S dS ³                         (2) 
f(S)—irradiance probability density function 
P(S)—the electrical power output of a particular PV array 
Another novel model based on the I-V curves of a PV module was proposed in [10] 
to predict the PV module performance for engineering applications with limited data 
provided by the PV module manufacturers. Five parameters are introduced to account 
for the complex dependence of the PV module performance upon the solar-irradiance 
intensity and PV module temperature. It is claimed that this model is exception-
allysimple and useful to calculate the actual performances of the PV modules under 
operating conditions. 
5. Modeling of Battery Storage System 
Battery storage system is necessary for HWSPS. On one hand, it contributes a lot to the 
reliability of the whole system. On the other hand, it reduces the amount of dump load 
when more power than demand is produced.  
Two common conditions are accepted by most of the researchers used to analyze the 
operation performance of the battery. One situation is that when power generated by 
both the PV arrays and the wind turbines exceeds the load, the battery will enter a 
charging condition. The other is that when the power generated by both the PV arrays 
and the wind turbines is insufficient to supply the load, the battery will enter a dis-
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charging condition. 
State of charge (SOC) is an important parameter that tells the current operating con-
dition of the battery. To help to prolong battery life spans, a limited range of depth of 
discharge (DOD) is set which means a limited maximum power can be withdrawn from 
the battery. According to the specifications from the manufacturers, the battery’s life-
time can be prolonged to its maximum if DOD takes the value of 30% - 50% [11]. And 
it is obvious that battery cannot hold any more amount of power when its capacity is 
reached. Then the surplus power must be transmitted to the dump load [5].  
It was mentioned in [11] that only when the output voltage of PV array was higher 
than the float charge voltage of battery bank could the electric energy generated by PV 
array be used. Ref [11] introduced a way of judging whether the output of PV array was 
available by using a formula relating the terminal voltage of battery bank with charge 
quantity and ambient temperature. In practice, the way of connection of PV modules 
should meet the demand requirement of users both on voltage and power. The operat-
ing voltage is determined by the number of the PV array connected in series, whereas in 
parallel the number of battery bank strings determines the capacity of the PV array.  
Umarin Sangpanich gave assumption in [12] that the less amount of energy dis-
charged each time from a battery, the less damaging the battery storage systems would 
be. This process can lead to more comprehensive battery discharging process consider-
ing discharge duration by setting a range of the permitted discharging power. As a re-
sult, a different optimization algorithm of the battery management assumption consi-
dering the dynamic nature of the energy storage is posed which can lead to more future 
work on the battery storage system. 
6. Diesel Generator Support 
Diesel generators sometimes are also added into the HWSPS as support to improve the 
system reliability. It is largely due to diesel generators can provide a more stable power 
supply when insufficient power are produced from the wind turbine and PV array 
modules and the storage is depleted. One big disadvantage of diesel generators is its 
relatively high CO2 emission which would lead to damage to the environment. 
A methodology to size an optimal stand-alone hybrid PV/wind/diesel/battery bank 
using a Multi-Objective Genetic Algorithm was developed in [13]. The diesel generator 
model is designed for operating between 30% and 100% of their nominal power to keep 
a healthy lifetime. Three different kinds of diesel generators with varied nominal output 
power and costwere applied in [13]. With data of solar radiation, temperature and wind 
speed collected from Gandon, the north-western of Senegal, obtained results are pre-
sented as optimal Pareto front. Each solution from the methodology included three in-
dices i.e. the optimal number of devices, the levelized cost of energy (LCE) and the 
amount of CO2 emission. he results showed that the amount of the CO2 emission de-
creased as the value of LCE increased. On one hand, local government would put 
money on emissions treatment. On the other hand, increased number of diesel genera-
tors means fewer numbers of PV modules, wind turbines and especially the batteries 
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which are usually the most expensive parts, leading to less LCE.It is concluded that the 
use of the diesel generatorscan make an influence on the optimization of configuration. 
If a proper type of diesel generator is chosen then the total cost of the system would be 
minimized. 
7. Reliability Issues in Stand-Alone and Grid-Connected Models 
Stand-alone HWSPS is an isolated system which only supports devices inside the sys-
tem. The definition of Loss of Power Supply Probability (LPSP) is popular among re-
searchers and has become a standard parameter used to represent the reliability of the 
aimed stand-alone system. LPSP is defined as the probability that an insufficient power 
supply results when the combined hybrid system (PV array, wind turbine, and battery) 
is unable to satisfy the load demand [15]. In other words, a zero value of LPSP means 
the load will always be satisfied and a unity value of LPSP means that the load will nev-
er be satisfied [4]. 
An improved optimal sizing method considering the system in both stand-alone and 
grid-connected operation conditions was proposed in [14]. Some objectives such as 
high power supply reliability, full utilization of the complementary characteristics of the 
wind and solar, small fluctuation of power injected into the grid and minimization of 
the total cost of the system are set and realized. It is shown that when the HWSPS is in a 
grid-connected mode, the power injected into the grid would have an impact on power 
quality of the utility grid. An energy filter is further applied to help smooth the fluctua-
tion of injected power. The standard deviation (STD) and power fluctuation rate are 
two important parameters when considering the fluctuation of injected power. The 
STD is the result related with the instantaneous and average power injected into the 
grid during certainperiod. The power fluctuation rate is relatedto the maximum and 
minimum power injected into the grid during certain time interval. It is obvious that 
the smaller STD and power fluctuation rate, the smaller is the power fluctuation. 
8. Economic Issues 
No investors will put money into a system that is not cost-effective even when a zero 
LPSP condition can be achieved. As a result, from the point of an investor, not only the 
achieved optimum configuration should meet the power reliability requirement but al-
so the whole system is worthwhile to be invested in [16]. The concept of life cycle cost 
of the system has been accepted by most researchers. This concept consists of the initial 
capital cost, the operation and maintenance cost and the components replacement cost. 
The initial capital cost is mainly from prices of PV arrays, wind turbines and batteries. 
The present worth value can be calculated by using the capital recovery factor which is 
related to the actual interest rate. Operation and maintenance cost are usually counted 
as a percentage part of the initial capital cost for simplicity. The replacement cost is 
usually included when the project lifetime (usually 15 to 20 years) exceeds the lifetime 
of the distributed generators [17].  
When diesel generators are included in the system, CO2 emission effect should also 
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be accounted. It is obvious that the government’s subsidy or credit also plays an impor-
tant part when analyzing the economy of a renewable energy system which would lead 
the results to be more accurate and reasonable. What is more, a loss of power supply or 
a strongly fluctuant power should also be accounted when it is a grid-connected 
HSWPS model. It is due to the reason that fluctuant power would increase the regula-
tion cost of the utility grid. As a result, a penalty cost is considered when the power 
supply reliability or the fluctuation of power injected into the grid cannot meet the re-
quirements [14]. 
9. Conclusions 
This paper has presented a general review to achieve an optimized wind/solar hybrid 
system. Different models have been presented in some details including wind part, solar 
part and battery storage, diesel support. Important parameters are the wind turbine 
height and PV module tilt angle. 
It is noted that not only the reliability level but also investment cost should be 
counted. Both stand-alone and grid-connected models have been mentioned. When it 
is a grid-connected condition, the fluctuation should be considered because it can in-
crease the investment cost and has an effect on system reliability. 
Further work is still needed especially in finding a new optimization algorithm for 
the battery management considering the dynamic nature of the energy storage. 
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